
While Intact Public Entities Inc. does its best to provide useful general information and guidance on matters of interest to its clients, statutes, regulations and the common law 
continually change and evolve, vary from jurisdiction to jurisdiction, and are subject to differing interpretations and opinions. The information provided by Intact Public Entities Inc. 
is not intended to replace legal or other professional advice or services. The information provided by Intact Public Entities Inc. herein is provided “as is” and without any warranty, 
either express or implied, as to its fitness, quality, accuracy, applicability or timeliness. Before taking any action, consult an appropriate professional and satisfy yourself about the 
fitness, accuracy, applicability or timeliness of any information or opinions contained herein. Intact Public Entities Inc. assumes no liability whatsoever for any errors or omissions 
associated with the information provided herein and furthermore assumes no liability for any decision or action taken in reliance on the information contained in these materials or for 
any damages, losses, costs or expenses in a way connected to it. Intact Public Entities Inc. is operated by a wholly owned subsidiary of Intact Financial Corporation. Intact Design®  
and Risk Management Centre of Excellence® are registered trademark of Intact Financial Corporation or its affiliates. All other trademarks are properties of their respective 
owners. TM & © 2021 Intact Public Entities Inc. and/or its affiliates. All Rights Reserved.

Risk Management Centre of Excellence®

 

Risk Management Considerations
for Propane Storage 

Due to the increased threat of vandalism and theft, 
the storage of LPG (Liquified Petroleum Gas)/ 
propane tanks inside buildings is on the rise. During 

recent inspections, propane tanks and their BBQ’s have 
been found in all types of occupancies including municipal 
offices, equipment depots and even the occasional 
fire hall. 

Propane has a highly expansive quality and is heavier than 
air, making indoor storage dangerous due to pilot lights 
and any source of electrical sparking. For the safety of the 
occupants of these buildings and the protection of property 
itself, all propane tanks are required to be stored outside 
the building in compliance with the Fire Code. 

Storage cages must be located away from any means of 
egress or principal routes that provide access to exits and 
should be designed to prevent tampering of valves and be 
kept locked at all times. 
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